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Interconnection queues indicate rapidly growing 
commercial interest in hybridization
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Note: Not all of this capacity will be built
Source: Berkeley Lab review of 37 ISO and utility interconnection queues

*Hybrid storage capacity is estimated using storage:generator ratios from projects that provide separate capacity data. 
Storage capacity in hybrids was not estimated for years prior to 2020.

Understanding what 

hybrid configurations 

are being deployed is 

important for system 

planners responsible 

for reliability and 

transmission planning. 
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How do developers make configuration choices? 
Evaluate a strategy to design hybrids

Design to meet technical 
requirements
� Define technical specifications (e.g., 

performance parameters, reliability 
thresholds, target generation profiles)

� Identify configurations that meet those 
specifications at least cost

Design through hybrid net value 
calculation 
� Find attractive candidates based on a 

marginal analysis of market value and cost
■ Value: optimized wholesale revenue under 

constraints for different configuration 
parameters

■ Costs: based on configuration parameters
and costs literature

■ Battery lifetime depends on 
operational profile

� Attractive technologies = highest profitability 
■ Measured as difference of revenue and cost
■ Construct a hybrid net value indicator

5

Design in capacity expansion models
� Define hybrids as candidate resource in 

models
■ Identify design options and cost relationships
■ Define performance capabilities

� Include system-wide reliability constraints
� Find portfolio of resources that maximizes 

planning objective
Objective: Identify hybrid configuration 

choices with highest impact on hybrid net 
value under different plausible scenarios

Alternatives in the literature 
(not used here) 
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Using hybrid net value to understand the economic 
attractiveness of hybrid plants 
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Note: more details on the methodology are provided in Appendix 

Construction: Subtract the annualized hybrid cost from from the annual market value of 
a co-located VRE generator and storage plant for different configuration parameters.

Annual market value and costs are 
normalized using the standalone VRE 
generation
Consider both choice of scenario and 
configuration parameters:

■ Scenarios are exogenous 
parameters that frame the hybrid 
plant’s operation

■ Configurations are endogenous 
choices made by the developer 
when designing a hybrid plant
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How does hybrid net value change across scenarios 
and configuration choices?
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Parameter Range Effect on coupled value

Incentives ITC/PTC at 2020 levels; none Including incentives lowers the cost of the hybrid plant

Dispatch algorithm Perfect foresight; Day-ahead 
schedule

Perfect foresight leads to higher revenues through omniscient operation; using day-
ahead prices for scheduling is naïve, but implementable

Degradation penalty $0/MWh; $5/MWh; $25/MWh Higher penalty reduces cycling, decreasing revenue but limiting degradation

Revenue streams Energy, capacity; energy, capacity, 
frequency regulation

Participation in ancillary services market increases opportunity of revenue creation

Storage Size (%) 25%; 50%; 75%; 100% of generator 
capacity

More capacity � more revenue (though potentially diminishing returns)

Storage Duration (hrs) 2; 4; 6; 8 hrs More duration� more revenue (though potentially diminishing returns)

Point of Interconnection 
(MW)

VRE capacity; VRE + battery 
capacity

• More interconnection capacity → more revenue
• Potentially limited impact of constraint due to storage discharging at different 

times than renewable profile

Grid charging Disallow grid charging; Allow grid 
charging

• Allowing grid charging increases arbitrage opportunities
• Value depends on relationship of prices and renewable profile

Coupling AC; DC DC coupling increases VRE output due to clipped energy, increasing revenue

Inverter Loading Ratio 1.3; 1.7; 2.1 Higher ILR allows excess energy to be stored, increasing revenue
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How does hybrid net value change across scenarios 
and configuration choices?
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Selection of representative sites in 7 ISOs
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Site one wind and one solar hybrid at a representative location in each of the seven organized 
wholesale market regions of the U.S. 

Sites are selected based on the location of an existing wind or solar plant nearest to the capacity-
weighted centroid of all currently-installed wind or solar plants.

Candidate sites limited to those with an annual capacity factor within 10% of the average capacity 
factor of all existing wind or solar plants in the market (2019).
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Hybrid attractiveness across plausible scenarios
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● Baseline scenario: median net value 
across all configurations, regions, and 
years is -$22/MWh for solar and             
-$14/MWh for wind hybrids

■ But even in the Baseline scenario some 
hybrid configurations can be attractive 
investments: 20% of the cases have a 
positive net value in the Baseline scenario

● The scenarios that most impact hybrid 
net value are the Incentives and 
Ancillary Services scenarios

■ Incentives: $21/MWh for solar and $9/MWh 
for wind

■ Ancillary Services: $20/MWh for solar and 
$13/MWh for wind
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Understanding hybrid net value across modeled years
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● Wholesale market trends are 
important in driving the net 
value of hybrids

■ Similar year to year variation 
when comparing solar to wind 
hybrids

● Market trends do not always 
similarly impact solar and wind 
hybrids, however 

■ CAISO between 2012-2019 solar 
shifted the timing of high and low 
wholesale market prices, leading 
to a decline in the net value of 
solar hybrids but not wind hybrids 

■ High wholesale market prices in 
the summer afternoons in ERCOT 
in 2019 increased the net value of 
solar hybrids relative to the 
increase in net value of wind 
hybrids   

Incentives scenario
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Storage duration and capacity have the largest impact on 
the net value of solar and wind hybrids
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● The configuration 
parameters that most 
significantly impact hybrid 
net value are the storage 
duration and storage 
capacity

■ Hybrid configurations with 
the highest net value have 
2-hour duration storage

■ The costs associated with 
increasing the duration of 
storage outweigh the 
associated increase in 
market value

■ Yet, in CAISO, SPP, 
ERCOT solar hybrids with 
100 MW storage are most 
attractive in the Incentives 
scenario

Incentives scenario, 2017-2019 average
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Net value often increases with sufficient interconnection 
capacity to discharge generator and storage 
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● The “POI effect” 
increases with larger 
storage capacity and 
with longer storage 
duration

● For solar hybrids: 
■ ERCOT, SPP: Extra 

POI capacity allows 
solar to produce at full 
output at the same time 
that storage is fully 
discharging

■ CAISO: Extra POI 
relatively less important 
→  peak prices have 
shifted toward the early 
evening, away from 
times of peak solar 
production

Incentives scenario, 2017-2019 average



ENERGY TECHNOLOGIES AREA | ENERGY ANALYSIS AND ENVIRONMENTAL IMPACTS DIVISION | ELECTRICITY MARKETS & POLICY

Choice between AC and DC coupling and the sizing of the 
PV panels relative to the inverter are secondary
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● AC vs. DC coupled and 
ILR, apply solely to solar 
hybrids and impact the net 
value by about $5/MWh or 
less

■ DC coupled configurations 
often have a higher net 
value, which increases with 
ILR, than otherwise similar 
AC coupled configurations 
(exception of ERCOT and 
SPP)

■ For DC coupled solar 
hybrids with 2-hour duration 
storage, the highest net 
value ILR is 1.3 in CASIO, 
ERCOT, SPP and ISO-NE 
or 1.7 in MISO, PJM, and 
NYISO

Solar hybrids, Incentives scenario, 2017-2019 average
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Economic framework helps to understand commercial 
hybrid development activity

Agrees

Solar hybrids are more common than wind 
hybrids
Solar and wind hybrids are most common in 
CAISO, with substantial commercial activity 
in ERCOT and SPP
Storage durations are typically between 1-4 
hours
Storage to generator capacity ratios are 
larger for solar than wind hybrids and are 
largest in CAISO

Disagrees
Hybrids in the CAISO interconnection 
queue have a point of interconnection 
capacity similar to the renewable generator 
capacity

18

Limited data on preference between AC and 
DC-coupled projects 
DC-coupled projects employ ILRs at or above 
the range of ILRs typical for standalone PV

Not enough data

Results in terms of hybrid net value, choice of storage duration, and the size of storage 
capacity help understand commercial hybrid development activity 

Comparison to (1) characteristics of hybrid projects deployed across the US, (2) hybrid 
plants that have secured offtake and (3) active hybrid projects in interconnection queues
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Wholesale market revenues, refined battery cycling dynamics and bottom-up costs calculations
can be used together to understand the relative attractiveness of resource options
Scenarios with incentives and revenues from ancillary services provision lead to the biggest 
increase in hybrid net value
Storage duration, capacity and POI capacity effects are most important, other configuration 
parameters are secondary

Results corroborate commercial trends, providing market-specific insights into how these may 
change under different scenarios

Conclusions

20
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Prior paper outlined the pros and cons of hybridization

Economic arguments for hybridization (vs. standalone plants) 
focus on opportunities to reduce project costs and enhance 
market value 

Not all of these drivers reflect true system-level economic 
advantages, e.g., the federal ITC and some market design 
rules that may inefficiently favor hybridization over standalone 
plants

Possible disadvantages of hybridization include operational 
and siting constraints

If reduced operational flexibility is, in part, impacted by 
suboptimal market design then this too does not reflect true 
system-level economic outcomes 

23

Read more: 

https://doi.org/10.1016/j.tej.2020.106739

https://doi.org/10.1016/j.tej.2020.106739
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We only consider renewable-plus-battery hybrids due to 
current commercial interest in these applications
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Out of scope examples: 

(1) Multiple generation types (e.g. PV + wind)

(2) Alternative storage types (e.g. wind + pumped storage, concentrating solar power)

(3) Virtual hybrids with distributed technologies

(4) Full hybrids with operational synergies
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Overview of modeling framework
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Illustration of the hybrid dispatch and annual market 
value calculation (top left), battery lifetime assessment 
(right) and annualized cost calculation (bottom left).
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Comparison perfect forecast to Day-ahead schedule model
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Calculation of value: price taker market optimization

● Optimization
○ Price taker analysis means resources do not impact marginal price
○ Optimistic: maximizes real-time energy market revenue with perfect foresight 
○ Pessimistic: develop optimal schedule with day-ahead prices � realized revenue 

calculated from real-time energy market

● Key Inputs
○ LMP prices at nodes with utility-scale solar, wind, and high volatility
○ Average annual capacity price allocated to production in top 100 net load hours
○ Regulation prices at ISO zonal level [used only as a sensitivity analysis]

○ PV profiles modeled from weather data, standard design assumptions
○ Wind profiles modeled from ERA5 weather data, standard wind power curve

● Key Outputs
○ Energy, capacity, regulation revenues (levelized using generation from VRE)

Coupled Project 
Market Value

Battery
Constrain

ts

VRE
Profiles

Market
Prices
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Base case optimization algorithm
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Ancillary service optimization algorithm
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DC-coupled optimization algorithm
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Degradation calculation impact on costs (1)
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Degradation calculation impact on costs (2)
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[years]

Degradation calculation impact on costs (3)
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Battery cost modeling

Degradation calculation impact on costs (4)

2021, PNNL Storage Technology Database
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